
Gāzes kvalitātes parametri
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Rīga-1 10.565 9.530 13.976 0.6882 11.345 10.233 15.005 0.7390 0.5715

Rīga-3 10.565 9.530 13.976 0.6882 11.345 10.233 15.005 0.7390 0.5715

Ziemeļi 10.562 9.528 13.974 0.6880 11.342 10.231 15.003 0.7388 0.5714

Baldone 10.565 9.530 13.976 0.6883 11.345 10.233 15.005 0.7391 0.5716

Daugmale 10.565 9.530 13.976 0.6882 11.345 10.233 15.005 0.7390 0.5716

Jelgava-2 10.563 9.528 13.974 0.6880 11.343 10.231 15.003 0.7388 0.5714

Jelgava-1

Nākotne 10.562 9.528 13.975 0.6881 11.342 10.231 15.004 0.7389 0.5715

Dobele 10.563 9.528 13.974 0.6880 11.343 10.231 15.003 0.7388 0.5714

Kalnciems 10.562 9.527 13.974 0.6880 11.342 10.230 15.003 0.7388 0.5714

Sloka 10.562 9.527 13.974 0.6880 11.342 10.230 15.003 0.7388 0.5714

Dzirkstele 10.562 9.527 13.975 0.6881 11.342 10.230 15.004 0.7389 0.5715

Brocēni 10.569 9.533 13.978 0.6885 11.349 10.237 15.007 0.7393 0.5718

Saldus 10.562 9.527 13.974 0.6880 11.342 10.230 15.003 0.7388 0.5714

Lutriņi 10.570 9.534 13.979 0.6886 11.350 10.238 15.008 0.7394 0.5719

Zirņi

Rudbārzi 10.564 9.529 13.976 0.6883 11.344 10.232 15.005 0.7391 0.5716

Tadaiķi 10.562 9.527 13.974 0.6880 11.342 10.230 15.003 0.7388 0.5714

Liepāja 10.564 9.529 13.974 0.6880 11.344 10.232 15.003 0.7388 0.5714

Zaķumuiža 10.565 9.530 13.976 0.6883 11.345 10.233 15.005 0.7391 0.5716

Vangaži 10.565 9.530 13.976 0.6882 11.345 10.233 15.005 0.7390 0.5715

Krimulda 10.565 9.530 13.977 0.6883 11.345 10.233 15.006 0.7391 0.5716

Ezerciems 10.564 9.529 13.976 0.6883 11.344 10.232 15.005 0.7391 0.5716

Sigulda 10.499 9.468 13.939 0.6833 11.274 10.167 14.965 0.7337 0.5675

Līgatne 10.493 9.462 13.936 0.6829 11.267 10.160 14.962 0.7333 0.5672

Cēsis 10.493 9.462 13.945 0.6839 11.267 10.160 14.971 0.7344 0.5680

Palsmane

Lode 10.531 9.499 13.879 0.6935 11.308 10.200 14.900 0.7447 0.5760

Valmiera-1 10.530 9.498 13.879 0.6935 11.307 10.199 14.900 0.7447 0.5760

Valmiera-2 10.531 9.500 13.879 0.6935 11.308 10.201 14.900 0.7447 0.5760

Ogre 10.565 9.530 13.977 0.6883 11.345 10.233 15.006 0.7391 0.5717

Kaibala 10.565 9.530 13.977 0.6883 11.345 10.233 15.006 0.7391 0.5717

Aizkraukle 10.565 9.530 13.977 0.6883 11.345 10.233 15.006 0.7391 0.5717

Koknese 10.564 9.529 13.976 0.6882 11.344 10.232 15.005 0.7390 0.5716

Vecbebri 10.564 9.529 13.976 0.6883 11.344 10.232 15.005 0.7391 0.5716

Jēkabpils 10.566 9.531 13.977 0.6883 11.346 10.234 15.006 0.7391 0.5717

Līvani 10.565 9.530 13.976 0.6883 11.345 10.233 15.005 0.7391 0.5716

Preiļi 10.565 9.530 13.976 0.6882 11.345 10.233 15.005 0.7390 0.5716

Rēzekne 10.568 9.533 13.978 0.6885 11.348 10.236 15.007 0.7393 0.5718

Daugavpils 10.565 9.530 13.977 0.6883 11.345 10.233 15.006 0.7391 0.5717

Tiešie pieslēgumi 10.537 9.504 13.949 0.6846 11.315 10.205 14.976 0.7351 0.5686

Izborska (Korneti) 10.545 9.512 13.860 0.6972 11.323 10.214 14.880 0.7487 0.5789

Inčukalna PGK 10.570 9.533 13.982 0.6882 11.350 10.237 15.011 0.7390 0.5714
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