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Rīga-1 10.467 9.438 13.886 0.6844 11.239 10.135 14.908 0.7349 0.5684

Rīga-3 10.467 9.438 13.886 0.6844 11.239 10.135 14.908 0.7349 0.5684

Ziemeļi 10.468 9.440 13.887 0.6845 11.241 10.137 14.909 0.7350 0.5685

Baldone 10.462 9.435 13.881 0.6842 11.234 10.131 14.903 0.7347 0.5683

Daugmale 10.464 9.437 13.884 0.6842 11.236 10.133 14.906 0.7347 0.5682

Jelgava-2 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Jelgava-1

Nākotne 10.467 9.439 13.886 0.6844 11.240 10.136 14.908 0.7349 0.5684

Dobele 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Kalnciems 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Sloka 10.467 9.438 13.885 0.6844 11.239 10.135 14.907 0.7349 0.5684

Dzirkstele 10.468 9.440 13.887 0.6844 11.241 10.137 14.909 0.7349 0.5684

Brocēni 10.468 9.439 13.887 0.6844 11.241 10.136 14.909 0.7349 0.5684

Saldus 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Lutriņi 10.468 9.440 13.888 0.6844 11.241 10.137 14.910 0.7349 0.5684

Zirņi 10.467 9.438 13.886 0.6844 11.239 10.135 14.908 0.7349 0.5684

Rudbārzi 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Tadaiķi 10.468 9.439 13.888 0.6844 11.241 10.136 14.910 0.7349 0.5684

Liepāja 10.467 9.439 13.887 0.6844 11.240 10.136 14.909 0.7349 0.5684

Zaķumuiža 10.467 9.438 13.886 0.6844 11.239 10.135 14.908 0.7349 0.5684

Vangaži 10.467 9.438 13.886 0.6844 11.239 10.135 14.908 0.7349 0.5684

Krimulda 10.467 9.438 13.887 0.6844 11.239 10.135 14.909 0.7349 0.5684

Ezerciems 10.467 9.438 13.886 0.6845 11.239 10.135 14.908 0.7350 0.5684

Sigulda 10.567 9.533 13.892 0.6972 11.347 10.237 14.914 0.7486 0.5790

Līgatne 10.583 9.547 13.919 0.6962 11.364 10.252 14.943 0.7476 0.5783

Cēsis 10.572 9.538 13.903 0.6968 11.352 10.242 14.926 0.7482 0.5787

Palsmane 10.605 9.568 13.967 0.6944 11.388 10.274 14.995 0.7457 0.5767

Lode 10.568 9.534 13.879 0.6984 11.348 10.238 14.900 0.7499 0.5800

Valmiera-1 10.566 9.533 13.879 0.6984 11.346 10.237 14.900 0.7499 0.5800

Valmiera-2 10.568 9.534 13.879 0.6984 11.348 10.238 14.900 0.7499 0.5800

Ogre 10.463 9.436 13.882 0.6842 11.235 10.132 14.904 0.7347 0.5682

Kaibala 10.463 9.435 13.882 0.6842 11.235 10.131 14.904 0.7347 0.5682

Aizkraukle 10.463 9.436 13.883 0.6842 11.235 10.132 14.905 0.7347 0.5682

Koknese 10.463 9.436 13.883 0.6842 11.235 10.132 14.905 0.7347 0.5682

Vecbebri 10.462 9.435 13.881 0.6842 11.234 10.131 14.903 0.7347 0.5683

Jēkabpils 10.464 9.436 13.882 0.6842 11.236 10.132 14.904 0.7347 0.5682

Līvani 10.463 9.436 13.883 0.6842 11.235 10.132 14.905 0.7347 0.5682

Preiļi 10.463 9.436 13.883 0.6842 11.235 10.132 14.905 0.7347 0.5682

Rēzekne 10.463 9.435 13.882 0.6842 11.235 10.131 14.904 0.7347 0.5682

Daugavpils 10.463 9.436 13.882 0.6842 11.235 10.132 14.904 0.7347 0.5682

Tiešie pieslēgumi 10.595 9.559 13.924 0.6959 11.377 10.264 14.949 0.7473 0.5780

Izborska (Korneti) 10.543 9.511 13.855 0.6973 11.321 10.213 14.875 0.7488 0.5790

Inčukalna PGK 10.469 9.441 13.888 0.6845 11.242 10.138 14.910 0.7350 0.5683
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