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Rīga-1 11.386 10.296 14.417 0.7511 12.226 11.056 15.478 0.8065 0.6237

Rīga-3 11.383 10.292 14.416 0.7510 12.223 11.052 15.477 0.8064 0.6236

Ziemeļi 11.381 10.291 14.415 0.7509 12.221 11.051 15.476 0.8063 0.6236

Baldone 11.375 10.286 14.411 0.7502 12.215 11.045 15.472 0.8056 0.6231

Daugmale 11.375 10.286 14.411 0.7503 12.214 11.045 15.472 0.8057 0.6232

Jelgava-2 11.379 10.290 14.413 0.7506 12.219 11.049 15.474 0.8060 0.6234

Jelgava-1

Nākotne 11.383 10.293 14.418 0.7509 12.223 11.053 15.479 0.8063 0.6236

Dobele 11.379 10.291 14.415 0.7508 12.219 11.050 15.476 0.8062 0.6235

Kalnciems 10.653 9.614 13.945 0.7038 11.439 10.323 14.971 0.7557 0.5845

Sloka 10.670 9.628 13.976 0.7041 11.457 10.339 15.005 0.7561 0.5848

Dzirkstele 10.989 9.926 14.158 0.7256 11.800 10.659 15.200 0.7792 0.6027

Brocēni 10.989 9.926 14.158 0.7256 11.800 10.659 15.200 0.7792 0.6027

Saldus 10.989 9.926 14.158 0.7256 11.800 10.659 15.200 0.7792 0.6027

Lutriņi 10.989 9.926 14.158 0.7256 11.800 10.659 15.200 0.7792 0.6027

Zirņi 10.989 9.926 14.158 0.7256 11.800 10.659 15.200 0.7792 0.6027

Rudbārzi

Tadaiķi 10.562 9.526 13.972 0.6882 11.341 10.229 15.000 0.7390 0.5716

Liepāja 10.562 9.526 13.972 0.6882 11.341 10.229 15.000 0.7390 0.5716

Zaķumuiža 11.383 10.293 14.416 0.7510 12.223 11.053 15.477 0.8064 0.6236

Vangaži 11.383 10.293 14.416 0.7510 12.223 11.053 15.477 0.8064 0.6236

Krimulda 11.383 10.293 14.417 0.7510 12.223 11.053 15.478 0.8064 0.6237

Ezerciems 10.923 9.864 14.141 0.7187 11.729 10.592 15.182 0.7717 0.5969

Sigulda 10.896 9.840 14.135 0.7174 11.700 10.566 15.175 0.7703 0.5958

Līgatne 10.855 9.801 14.110 0.7129 11.656 10.524 15.149 0.7655 0.5921

Cēsis 10.918 9.859 14.128 0.7161 11.724 10.587 15.168 0.7690 0.5948

Palsmane

Lode 10.996 9.933 14.179 0.7244 11.808 10.666 15.223 0.7779 0.6017

Valmiera-1 10.996 9.933 14.179 0.7244 11.808 10.666 15.223 0.7779 0.6017

Valmiera-2

Ogre 11.377 10.288 14.413 0.7505 12.217 11.047 15.474 0.8059 0.6233

Kaibala 11.376 10.287 14.413 0.7505 12.216 11.046 15.474 0.8059 0.6233

Aizkraukle 11.379 10.290 14.413 0.7505 12.219 11.049 15.474 0.8059 0.6233

Koknese 10.982 9.921 14.154 0.7252 11.793 10.653 15.196 0.7787 0.6022

Vecbebri 10.984 9.923 14.155 0.7254 11.795 10.655 15.197 0.7789 0.6024

Jēkabpils 10.980 9.918 14.154 0.7251 11.790 10.650 15.196 0.7786 0.6022

Līvani 10.982 9.920 14.154 0.7251 11.793 10.652 15.196 0.7786 0.6022

Preiļi 10.982 9.921 14.154 0.7251 11.793 10.653 15.196 0.7786 0.6022

Rēzekne 10.552 9.518 13.964 0.6877 11.331 10.220 14.992 0.7384 0.5711

Daugavpils 10.552 9.518 13.965 0.6877 11.331 10.220 14.993 0.7385 0.5712

Tiešie pieslēgumi 10.915 9.858 11.721 10.585

Ieejas punkts no Latvijas 

ražošanas iekārtas/

Entry point from Latvian 

production

10.172 10.923

Korneti (Izborska)

Inčukalna PGK 11.114 10.042 14.251 0.7325 11.934 10.783 15.300 0.7866 0.5936
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